When purifying water for potable use, wastewater is generated, due to the class of the water treatment plant and the quality of the source water. Midvaal Water Company recycled wastewater that included residue from the dissolved air flotation (DAF), sedimentation and filtration processes in an attempt to save water and reduce costs. The aim of this study was to determine functionality and water quality of such a wastewater recycling system. Samples were collected for analysis, at the sections that contributed to the total wastewater system as well as after various treatment processes. The water quality of these samples was determined, as well as the incidences of water quality failures of the final water, to establish whether the recycle stream that enters the plant together with the source water had any impact on the water quality after the different treatment processes. Data were grouped into periods prior to, during and after recycling to enable comparisons. The water quality of the recycle stream was poorer than that of the source water from the Vaal River with regard to the mean values for total chlorophyll, suspended solids, turbidity and dissolved organic carbon, but the sedimentation process of the wastewater system improved the wastewater quality by drastically reducing total chlorophyll, suspended solids and turbidity. The risk-defined compliance for the final water was excellent (≥95%), despite aluminium, turbidity and total chlorophyll failures of the final water quality during the recycling period. Total chlorophyll was identified as the largest risk during wastewater recycling, especially after the filtration process. It is evident from the data that wastewater recycling, which included wastewater from the DAF, into the main inlet stream of the water treatment plant proved to be effective, based on compliance with national legislation, and had no detrimental impact on overall treatment processes or final water quality.
INTRODUCTION
Recent droughts and associated conditions in South Africa have increased water users' awareness of current water demands, which are likely to increase in the future. Deteriorating source water quality together with population increases and high water quality standards have led to greater expenses in the production of drinking water. Drinking water treatment plants generate spent water at various stages depending on the source water's quality and the unit operations involved (Bourgeois et al., 2004) . According to Reissmann and Uhl (2006) , this has led to numerous efforts to implement water reuse systems in treatment plants all over the world. Sludge produced by water treatment plants is mainly intended for disposal in sanitary landfills but the recycling of spent water produced at different stages of the drinking water treatment process can be applied by water treatment plants to reduce water treatment expenses prior to exploring water reuse systems (Cremades et al., 2018; Wang et al., 2018) . Clarified spent filter backwash water has frequently been returned to the inflow of a water treatment plant after a sedimentation process (Reissmann and Uhl, 2006) . Many studies related to the generation of potable water treatment waste refer only to the treatment, utilisation or disposal of the residue (Cremades et al., 2018; Herselman, 2013; Zhou et al., 2018) . In her Water Research Commission report Herselman (2013) acknowledged that there are still information gaps regarding the characteristics of South African water treatment residue and its beneficial use. To the authors' knowledge, Midvaal Water Company ('Midvaal' hereafter) is the only water treatment plant in South Africa to also include sludge/wastewater from the dissolved air flotation (DAF) process for recycling. Other bulk water treatment plants recycle wastewater from sedimentation and filtration processes only, such as Virginia and Balkfontein water treatment plants in the Free State Province (Oosthuizen and Janse van Vuuren, 2014).
Midvaal purchases source water from the Department of Water and Sanitation, treats it and sells bulk potable water to the local municipality and surrounding mining industries. In an attempt to reduce operational expenses, Midvaal investigated and implemented an upgraded recycling system for wastewater produced in the water treatment plant (Table  1 ). Most studies report that the recycled treatment wastewater comprises 2 to 10% of the plant's throughput (Bourgeois et al., 2004; Curko et al., 2013) . The mean daily wastewater flow from the different unit processes was 9.03% of the maximum operational plant capacity and justified a business case for the recycling of this wastewater. The challenge at the onset of the recycling system was to integrate the sludge from the DAF process, as this contributed to around 46% of the total wastewater flow per day (Table 1 ). If the quantity and quality aspects of wastewater can be managed, large quantities of river water can be saved by wastewater recycling, thus lowering input costs, reducing environmental pollution and contributing to water security.
The increased demand for freshwater due to continuous worldwide population increase, coupled with the scarcity of clean water, compels stakeholders to explore alternative water sources, especially in South Africa (Marais et al., 2018) . Midvaal piloted the recycling of the waste generated from 360 the DAF, sedimentation and filtration processes in June 2013 as an initiative to promote cost-effective water utilisation. Herselman (2013 p. 1) defines water treatment residue (WTR) as 'the accumulated solids or precipitate removed from a sedimentation basin, settling tank, or clarifier in a water treatment plant' but WTR of Midvaal includes the waste from the DAF and filtration processes as well, which renders it more of a wastewater than a residue. However, this is a rare practice in South Africa and the efficacy thereof needs to be determined.
It is imperative that the recycling of wastewater should not contribute to the deterioration of the source water and/or impact on final water quality (with special reference to taste and odours), over and above the benefits of saving water and associated costs. The aims of this study were to determine the functionality and water quality of the recent wastewater recycling system at Midvaal and to determine its effect on the overall treatment processes and associated risks regarding wastewater recycling. The wastewater recycling system was partly placed on hold after February 2016 due to maintenance needs, and this presented an opportunity for evaluating the failures, benefits and future considerations for this process.
METHODS

Study site
The study site was the Midvaal water treatment plant and its wastewater recycling system ( Fig. 1) . It consists of a network of gravity pipelines, pumping systems and sludge-handling infrastructure. A sludge-thickening plant and pond system has been in operation since 1994 but has limited capacity for treating the total wastewater, especially since the DAF process was implemented in 1997 to address the high algal load in the middle Vaal River and due to the inability of conventional water treatment to effectively remove algae (Janse van Rensburg et al., 2016) . An upgrade to Midvaal's treatment plant commenced in 2013 and entailed the provision of infrastructure to transfer wastewater from the DAF process units to a series of dams and, after some retention, to the sludge balancing dam (SBD). The recycling system comprised two inlet dams and a collection dam. The two inlet dams are fed alternately and chlorine is dosed between the inlet dam in use and the collection dam. Chlorine is dosed again in the canal between the overflow of the collection dam towards the SBD by means of sodium hypochlorite tablets; dosing concentrations range from 6 to 10 mg/L. The wastewater from the sedimentation and filtration processes gravitates directly to the SBD without any treatment (Fig. 1) . The SBD thus receives the total volume of wastewater produced during plant operation from where the recovered water is pumped to the source water inlet pipe, prior to pre-ozonation. 
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Seven sampling sites were identified at the onset of the wastewater recycling system in 2013 (Table 2, Fig. 1 ) to determine the water quality of the spent water generated during each of the targeted treatment processes.
To determine the impact of the recycled water (from the SBD) on the water treatment plant, water quality data from the river (source water), after DAF, after west sedimentation and after east sedimentation, were collected and statistically analysed. The study period included a year prior to the implementation of the recycling system (June 2012 to June 2013), the operational period of the recycling system (June 2013 to February 2016) and a year after the termination of the wastewater recycling system (February 2016 to February 2017).
Sampling regime
Midvaal's process controllers sampled the DAF top, DAF bottom, east wastewater, west wastewater and the collection dam overflow on a weekly basis from June 2013 to February 2016. Midvaal Water Company Scientific Services sampled water from the river, recycle stream, after DAF, after sedimentation and after filtration on a daily basis. Data reports for the daily samples were generated from the Scientific Services' Laboratory Information Management System from a year prior to the implementation of the recycling system to a year after its termination for statistical analyses (i.e. June 2012 to February 2017). The wastewater from the east and west wastewaters was recycled from February 2016 to February 2017. The samples were chemically and microbiologically analysed by Midvaal Water Company Scientific Services for the 10 determinants listed in Table 3 . Samples of the final drinking water were submitted to the CSIR every second month for analyses of protozoan parasites (Cryptosporidium oocysts and Giardia cysts). Midvaal Water Company Scientific Services has been an accredited South African National Accreditation System (SANAS) testing laboratory (T0132) since 2002 based on the International Organisation for Standardisation 17025 (SANAS, 2018).
Statistical analyses
Microsoft Excel was used to compile column charts to illustrate differences in unit values of determinants for the different sampling sites. Statistica software (version 13) was used to determine descriptive statistics (mean, standard deviation, variance and confidence interval) for all determinants (Tibco Inc, 2017) . The Shapiro-Wilks test for normality was used to determine whether the data were distributed parametrically. Since the data did not meet the assumptions of normality in the distribution of all variables, the Kruskal-Wallis analysis of variance (nonparametric statistics) for comparing multiple independent groups was used to determine differences between unit values of determinants measured after treatment process prior to, during and after the implementation of the wastewater recycling system. Results that were below the quantification limit were divided by two to be included in data processing, whereas those that were above the quantification limit were multiplied by two.
RESULTS
Water quality of wastewater
The mean total chlorophyll, suspended solids, turbidity, dissolved organic carbon, pH and electrical conductivity (EC) for each section of the wastewater recycling system are compared in Figs. 2a and 2b. The wastewater from the DAF top had means of 9 825 µg/L total chlorophyll, 3 497 mg/L suspended solids, 2 457 NTU turbidity and 18 mg/L dissolved organic carbon, whereas the DAF bottom had means of 9 148 µg/L total chlorophyll, 4 693 mg/L suspended solids, 4 880 NTU turbidity and 33 mg/L dissolved organic carbon. The quality of the wastewater (sludge from DAF units) that 362 overflowed from the collection dam to the SBD improved significantly, with means of 662 µg/L total chlorophyll, 93 mg/L suspended solids, 65 NTU turbidity and 11 mg/L dissolved organic carbon. The total chlorophyll, suspended solids and turbidity of the west wastewater were noticeably higher than those of the east wastewater. The pH and EC for each section's wastewater varied very little over the study period. Figure 3 illustrates the water quality of the recycle stream compared to the water quality of the middle Vaal River. The mean pH and EC of the recycle stream and river differed significantly according to Kruskal-Wallis although these difference are small (8.4 vs. 8.7 pH and 62 vs. 60 mS/m electrical conductivity for recycle stream and river, respectively). The mean values of total chlorophyll (179 vs. 136 µg/L), suspended solids (75 vs. 29 mg/L), turbidity (46 vs. 22 NTU) and dissolved organic carbon (8.3 vs. 5.7 mg/L) of the recycle stream were higher than that of the river water but only suspended solids and turbidity differed significantly according to Kruskal-Wallis with p-values < 0.05. The total chlorophyll concentration in the recycle stream ranged from 11 to 6 451 µg/L. The water quality of the recycle stream that originated from the SBD represents an improvement compared to that from the collection dam overflow in terms of total chlorophyll (662 vs. 179 µg/L), suspended solids (93 vs. 75 mg/L), turbidity (65 vs. 46 NTU) and dissolved organic carbon (11 vs. 8.3 mg/L). This observed improvement can be ascribed to a dilution effect when water from the collection dam overflow was combined with higher-quality water from the east and west wastewater already present in the SBD.
Final water quality failures
To establish whether the recycle stream had any impact on the water quality of the final water produced by the plant, the incidences of water quality failures for the final water were determined. Failures were determined as noncompliance to South African National Standard (SANS) 241:2015. SANS 241:2015 requires aluminium concentrations to comply with a limit of ≤ 0.3 mg/L regarding operational risks and turbidity with limits of ≤ 1 NTU and ≤ 5 NTU for operational and aesthetic risks, respectively. Even though there is no national limit for total chlorophyll, Midvaal has an internal limit of ≤ 1.0 µg/L in the final water (Janse van Rensburg et al., 2016) . Aluminium, turbidity and total chlorophyll failures occurred during the entire study period and most failures for all three of these determinants were recorded when the recycling system was in operation (Table 4) . Despite these failures, the water quality of the final water during the addition of the recycle stream still complied at ≥ 95% for aluminium and turbidity.
Effect of wastewater recycling system on various treatment processes
Mean aluminium concentrations increased over time in the river and displayed slight increases after DAF and west and east sedimentation during the wastewater recycling process during the same time period (Fig. 4) . However, all mean concentrations were below the limit of ≤ 0.3 mg/L at all times.
The increased turbidity levels in the river during the study period were also reflected in the increased turbidity measured after DAF, but the mean turbidity levels remained below 4 and 3 NTU after the west and east sedimentation processes, respectively (Fig. 5) .
Mean total chlorophyll concentrations in the river decreased during the study period. This trend was also visible after the west and east sedimentation processes. Total chlorophyll removal was best achieved after DAF during wastewater recycling (Fig. 6) .
Mean total organic carbon concentrations were consistently higher in the river and during the wastewater recycling process at all study sites (Fig. 7) . Table 3 . Determinants in the datasets that were statistically analysed in this study; method number refers to the South African National Accreditation System (SANAS)-accredited method as indicated on the facility's schedule of accreditation 363 Mean E. coli concentrations continuously increased over time in the river and after DAF but remained at ≤ 10 MPN/100 mL after the west and east sedimentation processes (Fig. 8) .
The Kruskal-Wallis test was applied to data collected for pH, EC, spectral absorbance coefficient 254 and chlorophyll-a, but no significant differences between unit values of these determinants for the treatment processes prior to, during and after implementation of the wastewater recycling system were detected.
The water quality after the filtration process was not included in Figs. 4 to 8 as differences between periods prior to, during and after implementation of wastewater recycling were negligible and this water represents the final drinking water, the quality of which is addressed in Tables 4 and 5. In Table 5 the mean total chlorophyll was highest after west and east filtration during the recycling process but at levels and concentrations that complied with limits. Maximum pH levels and total chlorophyll concentrations exceeded limits throughout the study period except for the maximum total chlorophyll of the west filtration after recycling.
No Cryptosporidium oocysts or Giardia cysts were detected in the final water prior to, during or after recycling. 364
DISCUSSION
Concerns about water recycling with regards to microorganisms (such as micro-algae and E. coli), heavy metals and increasing turbidity are some reasons why many water treatment plants have not returned wastewater to the water treatment process. Reissmann and Uhl (2006) were concerned about the recycling of precursors for disinfection by-products. During this investigation the sludge from DAF largely contributed to the poor water quality of the water recycling system. The total chlorophyll, suspended solids, turbidity and dissolved organic carbon of the sludge transferred from the DAF top and bottom to the inlet dam were extremely high ( Figs. 2a and 2b) , but the concentrations of these determinants for the wastewater that overflowed from the collection dam to the SBD improved significantly. The effect of retention to allow for the settling of suspended matter in the holding and collection dams was noticeable. Haarhoff et al. (2001) also concluded that the turbidity of the supernatant on the sludge (sedimentation wastewater) and washwater (filtration wastewater) at the Vaalkop treatment plant was mostly lower than that of source water abstracted from the Vaalkop dam. Bourgeois et al. (2004) have shown that optimising the monovalent: divalent cation balance ratio can improve the quality of combined filtered backwash wastewater by sedimentation. The west and east sedimentation and filtration seemed to be equally effective when values were compared during recycling and did not verify the poorer water quality of the west sludge in Fig. 2a . The total chlorophyll, suspended solids and turbidity of the recycle stream were identified as risks due to extreme concentrations (Fig. 3) together with the outcomes from Janse van Rensburg et al.'s (2016) study, which confirmed that increasing total chlorophyll concentrations and turbidity spikes were the main source-water quality challenges for Midvaal. Haarhoff et al. (2001) stated that the rate of solids production, associated with turbidity levels in wastewater, at treatment plants treating inland surface water, are highly variable and occasionally reach extremely high peaks (Haarhoff et al., 2001) .
Aluminium is introduced as a water treatment chemical (aluminium sulfate) and concentrations were below the required limit for drinking water in the river despite the observed increase during 2012-2017 ( Fig. 4) . During the time that aluminium failures were recorded in the final water, neither aluminium concentrations nor turbidity levels were water quality concerns in the river water and it could be ascribed to the dosing of aluminium sulfate during the water treatment process. The turbidity levels of both the river and 365 recycle stream were not significantly high during times when turbidity failures were recorded and no pattern/correlation could be established. Moreover, the turbidity levels of the recycle stream were not necessarily higher than those of the river during times when turbidity failures were recorded. The mean pH of the river was 9.0 and the median 9.1 during times when turbidity failures occurred. The aluminium and turbidity failures only corresponded once (25 February 2015); the same was true for aluminium, turbidity and total chlorophyll failures (14 July 2014).
The total chlorophyll concentrations of the river prior to and after the wastewater recycling ranged from 57 to 373 µg/L and from 68 to 196 µg/L, respectively, during times when failures were recorded. Total chlorophyll concentrations of the river and recycle stream ranged from 57 to 393 µg/L and from 15 to 6 451 µg/L, respectively, during recycling at times when failures were recorded and no seasonal correlation could be confirmed. Total chlorophyll concentrations were highest after west and east filtration during the recycling process. The total chlorophyll concentrations increased from 0.6 to 0.8 µg/L after both west and east filtration during the wastewater recycling and is a cause for concern as it is close to the limit of ≤ 1.0 µg/L ( Table 5 ). These total chlorophyll concentrations after west and east filtration do not correspond with the decreasing trends depicted in Fig. 6 after west and east sedimentation. The impact on the filtration process and irregular failures in terms of total chlorophyll have to be monitored and managed closely during wastewater recycling, especially since no particular correlation could be identified from this research. In the event of taste and odour episodes, recycling has to be terminated until the situation is resolved.
Total organic carbon concentrations in the river peaked during the recycling period, but all mean total organic carbon concentrations, including those for the river, were below the limit of ≤ 10 mg/L ( Fig. 7) and complied with SANS 241:2015 requirements at all times (SABS, 2015) . E. coli and turbidity in the river displayed similar increasing trends (Figs. 5 and 8, respectively) as opposed to the decreasing total chlorophyll concentrations (Fig. 6 ). Turbidity can inhibit photosynthesis by blocking sunlight and, as algae decay, the decomposition process allows organic particles to release as suspended solids and contribute to turbidity (Fondriest Environmental, Inc., 2014) .
Supplementary benefits of wastewater recycling
The source water tariff for 2016 was R 3.22/kL which results in an average saving of approximately R 27 million per year when calculated: 22 576 kL/day (Table 1) Wastewater recycling systems have several benefits in addition to reducing water treatment expenses. Such a system allows for suspended solids to settle out and thus contributes to turbidity reduction ( Fig. 2a ). Natural microbiological processes result in improved microbiological quality of the wastewater due to disinfection via sunlight. Furthermore, the SBD attenuates the flow rate of the recycled stream, which results in more consistent and controllable introduction of wastewater into the river water inlet stream. The health-related risks of recycling wastewater are considered manageable as the recycle stream is introduced at the beginning of the treatment process, prior to pre-ozonation and subsequent treatment processes to ultimately produce potable water for consumers. Furthermore, Cornwell and MacPhee (2001) reported that only when spent filter backwash water of up to 20% volume was recycled was Cryptosporidium removal affected.
Future considerations regarding wastewater recycling
In light of the findings of this study, several points regarding the implementation of wastewater recycling systems should be considered. Periodic blue-green algal blooms and poor source water quality require temporary termination of the wastewater recycling system, as this has a negative impact on the treated water quality if recycled, e.g., in terms of taste and odour. Water from the recycle dams at Virginia and Balkfontein water treatment plants was discharged into the Vaal River during prevalent algal blooms (Oosthuizen and Janse van Vuuren, 2014). Extension of the dam surface area is necessary as provision for the total wastewater flow to curtail recycling of poor-quality water plugs and prevent possible discharge into the environment. Anaerobic/ anoxic conditions may develop in the dams and some form of mechanical agitation/aeration has to be considered for the future. Additional disposal sites are necessary for dry sludge, which would subsequently require further analyses and classification. Microbiological monitoring of the recycle stream could expand to include contaminants of emerging concerns, such as endocrine-disrupting compounds and persistent organic pollutants. Trihalomethane formation monitoring is required due to the high organic load (dissolved organic carbon) in the wastewater recycling system and the dosing of chlorine at two points (Fig. 1 ).
CONCLUSION
It is evident from the available data that wastewater recycling, which included wastewater from the DAF plant, into the main inlet stream of the water treatment plant proved to be effective based on SANS 241:2015 compliance and had no detrimental impact on overall treatment processes or final water quality. Table 5 . Descriptive statistics for turbidity levels and total chlorophyll concentrations after west and east filtration processes, where failures are shaded; WFPr, WFD and WFPt: west filtration pre, during and post recycle system; EFPr, EFD and EFPt: east filtration pre, during and post recycle system 366 The wastewater recycling system operated successfully and was cost-effective due to reduced river water purchases. Total chlorophyll was identified as the most prominent risk when wastewater is recycled due to the high concentration in both the river and recycle stream, borderline concentrations of 0.8 µg/L after filtration during recycling and failures during recycling. Water quality of the sludge from DAF units improved significantly after it was subjected to retention in the dam system and dilution with wastewater from the sedimentation and filtration processes. Final water quality failures recorded for aluminium, turbidity and total chlorophyll occurred mostly during the recycling period, but the risk-defined compliances were calculated and categorized as excellent (≥ 95%) for both aluminium and turbidity in the periods prior to, during and after wastewater recycling. The total chlorophyll compliance was 94% in the year prior to the implementation of the wastewater recycling system, 88% during recycling and 96% in the year after recycling. The findings of this case study are, however, based on retrospective data evaluation and could not take all of the factors that contributed to water quality on the Midvaal treatment plant into account.
